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that are available from supply houses. These are 
available for connecting either rigid metal pipe or 
insulated flexible duct. Flexible duct may be 
retained at the connection stub using duct retaining 
straps such as the wire tie type. Be sure all return 
ducts are properly insulated with the required R-
factor for the application. 

         Table 3. Diameter to Area conversion  
Diameter, 

in 
Area, 

in2 
 Diameter, 

mm 
Area, 

m2 

16 201  400 0.160 
14 153  350 0.120 
12 113  300 0.090 
10 78  250 0.063 
9 63  225 0.051 
8 50  200 0.040 
7 38  175 0.031 
6 28  150 0.023 
5 19  125 0.016 
4 12  100 0.010 
3 7  75 0.006 
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